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INSPECTION REPORTINSPECTION REPORT

2429 Centennial Boulevard, Leesburg, Florida 34748

General Information

# Of Stories: 11 Cooling System: CentralCentral

Foundation Design: SlabSlab Heating System: FurnaceFurnace

Location Of Attic Entrance: Utility RoomUtility Room Method To Inspect Roof: On roofOn roof

Occupancy: OccupiedOccupied Sewer System: Septic systemSeptic system

Square Footage: 10571057 Style Of Home: RanchRanch

Temperature: 6565 Water Source: PublicPublic

Weather Conditions: CloudyCloudy Year Built: 19901990

Executive Summary
This summary represents the full list of observations made at the time of the inspection.
This section is provided as a convenience to help navigation to more detailed
information found in the body of the report. It is organized to indicate the signif icance of
the observation.

PROPERTY SUMMARY
Single unit of a Duplex, located in Leesburg.

SIGNIFICANT CONCERNS

Safety ConcernsSafety Concerns

Items Not OperatingItems Not Operating

Major ConcernsMajor Concerns

MODERATE CONCERNS

MINOR CONCERNS

BUDGET TO REPLACE
None

NEEDS FURTHER EVALUATION

ITEMS TO MONITOR
None

MAINTENANCE ITEMS
None

Scope of Inspection

Definitions
Each item has been assigned a quality rating based on the observations recorded by the
inspector. The quality ratings are automatically assigned based on the observations
made.

Not workingNot working Was not working at the time of the inspection.

Safety HazardSafety Hazard Has conditions that make operation of the item unsafe and is in

need of prompt attention.

PoorPoor Is operating, but has at least one major concern with its operation.

MarginalMarginal The item is working, but has at least one concern that is beyond

cosmetic.

SatisfactorySatisfactory No material issues have been found. One or more cosmetic issues

may have been observed.

Not InspectedNot Inspected Was not inspected. The reason is typically indicated.

1. Appliances
DESCRIPTIONS

DryerDryer Energy Source ElectricElectric

Venting Location CeilingCeiling

Oven/RangeOven/Range Energy Source GasGas

DRYER

COMPLIMENTCOMPLIMENT Unit is in good conditionUnit is in good condition

GARBAGE DISPOSAL

COMPLIMENTCOMPLIMENT Unit is in good conditionUnit is in good condition

P H O T O SP H O T O S

MICROWAVE OVEN

COMPLIMENTCOMPLIMENT Unit is in good conditionUnit is in good condition

OVEN/RANGE

COMPLIMENTCOMPLIMENT Unit is in good conditionUnit is in good condition

P H O T O SP H O T O S

REFRIGERATOR

COMPLIMENTCOMPLIMENT Unit is in good conditionUnit is in good condition

P H O T O SP H O T O S

WASHER

COMPLIMENTCOMPLIMENT Unit is in good conditionUnit is in good condition

P H O T O SP H O T O S

2. Balconies, Decks and Porches
BALCONY, DECK OR PORCH

3. Building Exterior
DESCRIPTIONS

DownspoutDownspout Drainage Location Above gradeAbove grade

Material AluminumAluminum

EaveEave Fascia Material AluminumAluminum

Soffit Material AluminumAluminum

Exterior TrimExterior Trim Material WoodWood

GutterGutter Material AluminumAluminum

Type Eave MountedEave Mounted

SidingSiding Material WoodWood

DOWNSPOUT

MODERATE CONCERNMODERATE CONCERN Extensions are missingExtensions are missing

I M P A C TI M P A C T Water flow is not contained and may drain near foundation

increasing the risk of flooding

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Install downspout extensions reaching 5-6 feet from the

building

P H O T O SP H O T O S

EAVE

EXHAUST VENT

EXTERIOR TRIM

MINOR CONCERNMINOR CONCERN Stain, paint or sealer has peeled, faded or bleached outStain, paint or sealer has peeled, faded or bleached out

I M P A C TI M P A C T Unprotected wood is at risk of premature aging due to exposure

to the elements. If it becomes rotted, it reduces protection from

insects, animals and the elements intruding into the home

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Restain or paint the trim

P H O T O SP H O T O S

GUTTER

MODERATE CONCERNMODERATE CONCERN Showing signs of wearShowing signs of wear

I M P A C TI M P A C T A gutter system that has many years of use and displaying signs

of wear or damage will demand a higher degree of

maintenance and operating costs

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Repair the damaged areas. In the long term, consider replacing

the gutter system

P H O T O SP H O T O S

SIDING

MAJOR CONCERNMAJOR CONCERN RottingRotting

I M P A C TI M P A C T With moisture intrusion present, mold could grow

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Replace the damaged areas

P H O T O SP H O T O S

4. Building Structure
DESCRIPTIONS

Roof StructureRoof Structure Roof Pitch MediumMedium

FOUNDATION WALL

RAFTER

RAFTER TAIL

ROOF SHEATHING

ROOF STRUCTURE

SLAB

TRUSS

5. Electrical
DESCRIPTIONS

Electric Service PanelElectric Service Panel Manufacturer Name SiemensSiemens

Panel Rating 125 Amp125 Amp

Panel Type Circuit breakersCircuit breakers

Wiring Type - Main AluminumAluminum

Electrical serviceElectrical service Location Of Main Disconnect East side of houseEast side of house

Rating 240 Volts240 Volts

Service Entry Style UndergroundUnderground

Sub / Distribution PanelSub / Distribution Panel Manufacturer Name SiemensSiemens

Panel Rating 125 Amp125 Amp

Panel Type Circuit breakersCircuit breakers

Wiring Type - Distribution CopperCopper

WiringWiring Wiring Method RomexRomex

AFCI

CO ALARM

CEILING FAN

DOOR BELL

ELECTRIC SERVICE PANEL

ELECTRICAL MAST

ELECTRICAL SERVICE
DISCLAIMERS

The ground rod is apparently below grade and was not visible at the time of this inspection.

ELEVATOR

GFCI

COMPLIMENTCOMPLIMENT All GFCI's worked as intended (Copy)All GFCI's worked as intended (Copy)

P H O T O SP H O T O S

JUNCTION BOX

1. Outlet: Tester shows open ground

2. Sub / Distribution Panel: Some circuits are missing identif ication

3. Septic System: Unable to locate, no information given

4. Siding: Rotting

5. Downspout: Extensions are missing

6. Gutter: Showing signs of wear

7. Kitchen / Bath Exhaust: Does not exhaust to exterior

8. Roof Flashing: Missing

9. Exterior Trim: Stain, paint or sealer has peeled, faded or bleached out

10. Sink: Drain stop is missing

11. Attic Entry: Unopenable

12. Insulation: Unable to inspect due to access being securely closed off.

13. Hose Bibb: Unable to inspect due to hoses being attached (Copy)

14. Roof Material: Roof shows signs of wear

15. Ceiling: Evidence of possible past water leak. No active leak noted at the time of

inspection (Copy)

16. Sliding Glass Door: Possible seal failure between glass

Inspection Date Jan 5, 2022Jan 5, 2022

Company

Inspector clyde watsonclyde watson

Client Dustin TurnerDustin Turner

! BackBack " ReportsReports # EmailEmail $ PDFPDF

https://www.homegauge.com/inspector/shgi/index.html
https://www.homegauge.com/inspector/shgi/sendpassemail.html?id=15414001
https://www.homegauge.com/report/15414001/?pdf=true


LIGHT FIXTURE

OUTLET
DISCLAIMERS

Furnishings or height limitations may prevent testing of some outlets and switches.

SAFETY CONCERNSAFETY CONCERN Tester shows open groundTester shows open ground

I M P A C TI M P A C T An open ground outlet can cause an electrical surge to the

appliance resulting in damage or electrical shockut

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Have repaired by qualif ied electrician

P H O T O SP H O T O S

SECURITY SYSTEM

SMOKE ALARM

SUB / DISTRIBUTION PANEL

COMPLIMENTCOMPLIMENT Panel wiring is rated for proper circuit breaker Panel wiring is rated for proper circuit breaker (Copy)(Copy)

P H O T O SP H O T O S

NOT WORKINGNOT WORKING Some circuits are missing identif icationSome circuits are missing identif ication

P H O T O SP H O T O S

SWITCH

WHOLE HOUSE FAN

WIRING

6. Fireplace and Chimney
CHIMNEY / FLUE

FIREPLACE

WOOD BURNING STOVE

7. HVAC
DESCRIPTIONS

AC-CondenserAC-Condenser Capacity 4 Ton4 Ton

Energy Source ElectricElectric

Manufacturer TraneTrane

Maximum Fuse / Breaker Rating 3030

Model Number 4TWB4030G1000AA4TWB4030G1000AA

Serial Number 17064YC2BF17064YC2BF

Year Built 20172017

FurnaceFurnace Efficiency Mid-eff iciencyMid-eff iciency

Energy Source ElectricElectric

Filter Type FiberglassFiberglass

Heat Distribution Type Forced AirForced Air

Serial Number 170220WP2V170220WP2V

Year Built 20172017

HVAC VentingHVAC Venting Material MetalMetal

Type DirectDirect

ThermostatThermostat Temperature Differential 22

AC-CONDENSER

COMPLIMENTCOMPLIMENT Manufacturer data plateManufacturer data plate

P H O T O SP H O T O S

AC-EVAPORATOR COIL

DUCTWORK

FURNACE
DISCLAIMERS

Heater was not inspected as temperature was not below 65 degrees

COMPLIMENTCOMPLIMENT Unit is in good conditionUnit is in good condition

P H O T O SP H O T O S

COMPLIMENTCOMPLIMENT Manufacturer data plateManufacturer data plate

P H O T O SP H O T O S

HVAC VENTING

HUMIDIFIER

RADIANT HEATING SYSTEM

REGISTER / RETURN

THERMOSTAT

COMPLIMENTCOMPLIMENT Temperature differential is within 3 degreesTemperature differential is within 3 degrees

P H O T O SP H O T O S

WALL OR CEILING MOUNTED HEATER

8. Insulation and Ventilation
DESCRIPTIONS

Attic VentilationAttic Ventilation Type Soff itSoff it

Kitchen / Bath ExhaustKitchen / Bath Exhaust Type RecirculatingRecirculating

ATTIC VENTILATION

COMPLIMENTCOMPLIMENT Perforated soff it throughoutPerforated soff it throughout

P H O T O SP H O T O S

BASEMENT / CRAWL SPACE VENTILATION

INSULATION

POSSIBLE CONCERNPOSSIBLE CONCERN Unable to inspect due to access being securely closedUnable to inspect due to access being securely closed
off.off.

P H O T O SP H O T O S

KITCHEN / BATH EXHAUST

MODERATE CONCERNMODERATE CONCERN Does not exhaust to exteriorDoes not exhaust to exterior

I M P A C TI M P A C T When exhausting to the interior, humidity or other particulates

are not expelled from the home increasing health risks

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Re-route the exhaust to exit to the exterior using an exterior wall

or roof vent

POWER VENT

9. Landscaping and Hardscaping
DRAINAGE AND GRADING

DRIVEWAY

FENCE

GATE

LANDSCAPE FEATURE

PATIO AND WALKWAY

RETAINING WALL

STAIR AND STOOP

10. Plumbing
DESCRIPTIONS

Main water valveMain water valve Main Water Supply Valve Location East Sid of the propertyEast Sid of the property

Shutoff Location side of propertyside of property

Water Meter Location East side of houseEast side of house

Septic SystemSeptic System Leach Field Location North side of propertyNorth side of property

Leach Field Type Not Identif iedNot Identif ied

Shower / TubShower / Tub Material FiberglassFiberglass

Type Drop-inDrop-in

SinkSink Mounting Top-mountedTop-mounted

Number Of Bowls Single BowlSingle Bowl

Type (Bathroom) Vanity MountVanity Mount

Waste Discharge PipeWaste Discharge Pipe Plumbing Waste Piping Material PVCPVC

Water HeaterWater Heater Btu Or Watt Input Rating 45004500

Capacity 40 gal40 gal

Energy Source ElectricityElectricity

Manufacturer Name AO SmithAO Smith

Model Number E6-40R45DV 110E6-40R45DV 110

Serial Number 18161100689431816110068943

Type RecoveryRecovery

Year Built 20182018

Water PipeWater Pipe Water Distribution Piping Material CPVCCPVC

Water Service Piping Material CPVCCPVC

CLEANOUT

EJECTOR PUMP

FLOOR DRAIN

FOUNDATION DRAINAGE SYSTEM

FUEL LINES

FUEL STORAGE TANK

HOSE BIBB

POSSIBLE CONCERNPOSSIBLE CONCERN Unable to inspect due to hoses being attached Unable to inspect due to hoses being attached (Copy)(Copy)

P H O T O SP H O T O S

IRRIGATION SYSTEM

MAIN FUEL SUPPLY

MAIN WATER VALVE

COMPLIMENTCOMPLIMENT Easy access to shut off valve (Copy)Easy access to shut off valve (Copy)

P H O T O SP H O T O S

PLUMBING VENT

PRESSURE TANK

RADON MITIGATION SYSTEM

SAUNA

SEPTIC SYSTEM

NOT WORKINGNOT WORKING Unable to locate, no information givenUnable to locate, no information given

SEWER

SHOWER / TUB

COMPLIMENTCOMPLIMENT Functioned as intended at the time of inspection (Copy)Functioned as intended at the time of inspection (Copy)

SINK

MINOR CONCERNMINOR CONCERN Drain stop is missingDrain stop is missing

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Replace the drain stop

P H O T O SP H O T O S

STAND-ALONE SHOWER

SUMP PUMP

TOILET

COMPLIMENTCOMPLIMENT Toilets functioned as intended at the time of inspectionToilets functioned as intended at the time of inspection

WASTE DISCHARGE PIPE

WATER HEATER

COMPLIMENTCOMPLIMENT Manufacturer data plateManufacturer data plate

P H O T O SP H O T O S



COMPLIMENTCOMPLIMENT Unit is in good conditionUnit is in good condition

WATER PIPE

COMPLIMENTCOMPLIMENT No Leakes noted at the time of inspection (Copy)No Leakes noted at the time of inspection (Copy)

P H O T O SP H O T O S

WATER SOFTENER

WELL

11. Roof
DESCRIPTIONS

Roof MaterialRoof Material Approximate Age 12 - 20 years12 - 20 years

Roof Material Asphalt (Architectural)Asphalt (Architectural)

ROOF FLASHING

MODERATE CONCERNMODERATE CONCERN MissingMissing

I M P A C TI M P A C T The wood is at risk of premature aging due to exposure to the

elements and may cause roof leaking

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Consult with a roofing professional for suggested improvement

P H O T O SP H O T O S

ROOF MATERIAL
DISCLAIMERS

No active leaks noted at time of inspection. Unable to access attic due to access panel being

screwed shut. Excessive shingle granules found in gutters showing excessive wear. Suggest

further evaluation by professional licensed Roofing company.

POSSIBLE CONCERNPOSSIBLE CONCERN Roof shows signs of wearRoof shows signs of wear

P H O T O SP H O T O S

SKYLIGHT / SOLAR TUBE

12. Room Components
DESCRIPTIONS

CabinetCabinet Cabinet Construction Solid WoodSolid Wood

Material WoodWood

CeilingCeiling Material DrywallDrywall

Exterior doorExterior door Materials MetalMetal

FloorFloor Floor Cover TileTile

Sub Floor Material ConcreteConcrete

WindowWindow Window Frame Type AluminumAluminum

Window Glass Type Double pane, Single paneDouble pane, Single pane

Window Type Single hungSingle hung

ATTIC ENTRY

MINOR CONCERNMINOR CONCERN UnopenableUnopenable

S U G G E S T E D  A C T I O NS U G G E S T E D  A C T I O N Freeing the passageway

P H O T O SP H O T O S

ATTIC LADDER

CABINET

COMPLIMENTCOMPLIMENT Cabinets are in good shape for their age. Cabinets are in good shape for their age. No broken or nonNo broken or non
functional cabinets or drawers found at time of inspectionfunctional cabinets or drawers found at time of inspection
(Copy)(Copy)

CEILING

POSSIBLE CONCERNPOSSIBLE CONCERN Evidence of possible past water leak. Evidence of possible past water leak. No active leakNo active leak
noted at the time of inspection (Copy)noted at the time of inspection (Copy)

P H O T O SP H O T O S

COUNTERTOP

EXTERIOR DOOR

FLOOR

COMPLIMENTCOMPLIMENT Flooring is in good condition Flooring is in good condition (Copy)(Copy)

INTERIOR DOOR

INTERIOR TRIM

OVERHEAD DOOR

SCREEN

SLIDING GLASS DOOR

POSSIBLE CONCERNPOSSIBLE CONCERN Possible seal failure between glassPossible seal failure between glass

P H O T O SP H O T O S

STAIR

VANITY

WALL

WINDOW

COMPLIMENTCOMPLIMENT Represented number of windows operated as intended,Represented number of windows operated as intended,
several unable to operated to occupants belongings (Copy)several unable to operated to occupants belongings (Copy)


